


For more information regarding CE marking and Declaration of Conformity (DoC), please 
contact your local Wieland Electric customer service organization. 

Industrial Automation -Electronics 
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"Danger" or "Warning" are strictly used for cases which pre-

sent a risk to life or limb. Damage to property only falls into 

these categories if there is also a risk of personal injury that 

corresponds to these levels.  

 

 

 

 

 

 

 

 



Worldwide 3-phase Power Supply 
Resistant in tough environments 
Easy and fast installation 
The most compact class on the market 
 

 

 

 

 

 

 

 

 





Note: List of Models Ordering Information

2-phase and 3-phase 
380 to 480 VAC 

450 to 600 VDC

3-phase

2-phase
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Hold time 
 





Recommended power circuit-breakers 

 

 

 

 

 

 

 

 



 

 

 

 

  

 

 

 

 

 

 

 

 

 

 

Convection of air
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Two Power Supplies can be connected in parallel. 

1. 

2. 

3. 
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A: 100% of the nominal output cur-
rent is available for use as the 
output current. 

B: When the OPERATION SWITCH 
is set to the "B" side, the output 
current is limited to 80% of the 
rated output current. 




